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GETTING STARTED
1. Install the control as described on page 4.

2. Wire your control following the instructions on page 5. If you are using a two-wire
transmitter as an input, see the drawing and instructions on page 6. Option wiring
instructions are on Page 7. Option descriptions and specific instructions start on
page 13.

3. Most controls do not need many (if any) program changes to work on your
process. For best results when changing the programming, make all the neces-
sary changes in the Secure Menu (page 28) before making changes to the
Secondary Menu (page 20). If error messages occur, check the Error Messages
on page 37-39 for help.

Take the example of a Model 16A3010 that comes from the factory programmed for
type J thermocouples. Suppose for this example you wish to change the input to a
100 ohm Platinum RTD and limit the set point range between 0° and 300°C.

First enter the Secure menu by pressing and holding the @ UP ARROW &
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ENTER keys for 5 Seconds (see Page 28.) Press the INDEX key until the dis-
play shows /~~ and press the &8 DOWN ARROW until the display shows #3585,
Don’t forget to press the ENTER key to retain your setting.

Next, press the INDEX key to display &n . Press the &8 DOWN ARROW
until the display shows £. Press ENTER.

Next, press the INDEX key until 571 is displayed (pass the 47t and /nFt selec-
tions). Press the @8 UP ARROW until the display shows &. Press ENTER.

Finally, press INDEX key to display 5FH. Press the &8 DOWN ARROW until
the display shows 344, Press ENTER.

The necessary program changes are now complete. After 30 seconds the display will
switch back to the temperature reading. If you want to return faster, press the
[ A ] UP ARROW and ENTER keys (at the same time) and then press the
B8 [®=OWN ARROW and INDEX keys (again at the same time). This will ‘back
out” of the menu and immediately display the temperature reading.

If you want to use Self Tune or Auto/Manual features, see the special sections on
these items. Page numbers for these are in the Contents section on the previous

page.

MODEL IDENTIFICATION

16A — —
,_l I | |
Features Alarm Output A Output B Options
2 = Standard 0=No 1 =SSR 0 = None (blank if none)
3 = Enhanced 1=Yes 2=15VDC 1=SSR
3 = Relay, NO 2=15VDC
4 = Relay, NC 3 = Relay, NO
5 = Current 4 = Relay, NC
8 =DC SSR 5 = Current
8 = DC SSR

Option Description

992* RS-485 Serial Communications, Lovelink™ protocol.
993* RS-232 Serial Communications, Lovelink™ protocol.
995* RS-232 Serial Communications, Modbus™ protocol.
996* RS-485 Serial Communications, Modbus™ protocol.
9502 12-24 Vdc/Vac 50-400 Hz power supply (control operates on low voltage equipment).

* These options may not be combined with each other. Option 9502 may be combined with any other
options.
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INSTALLATION

Mount the instrument in a location that will not be subject to excessive temperature,
shock, or vibration. All models are designed for mounting in an enclosed panel.

Select the position desired for the instrument on the panel. If more than one instru-
ment is required, maintain the minimum of spacing requirements as shown on the
drawing below. Closer spacing will structurally weaken the panel, and invalidate the
IP66, UL type 4X rating of the panel.

Prepare the panel by cutting and deburring the required opening.
All Tolerances are -0.00 +0.60mm (-0.000 + 0.020 in.)

45mm L19mm A5mim
(1.77in) _To.7sm__ (1.77in] |
[
4smmi oyt Out CutOut | 45mm
1.77in) utou utu .
(. (1.77in)
I

From the front of the panel, slide the housing through the cut out. The housing gas-
ket should be against the housing flange before installing.

GAZKET

v

)

CAUTION: It is not necessary to remove the instrument chassis
Z_-_\._ from the housing for installation. If the instrument chassis is
'ﬁx{k\ removed from the housing, you must follow industry standard
" practice for control and protection against Electro-Static
Discharge (ESD). Failure to exercise good ESD practices may

cause damage to the instrument.

From the rear of the panel slide the mount-
ing collar over the housing. Hold the hous-
ing with one hand and using the other |
hand, push the collar evenly against the
panel until the spring loops are slightly : -
compressed. The ratchets will hold the /
mounting collar and housing in place. MOUNTING COLLAR (SHOWH IN POSITICN

SUIDE COLLAR ONTO THE HOUSING
BEFORE WIRING TH: REAR TERMINALS

[ SPRAMNG LOOF
A

=
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WIRING

Do not run RTD, thermocouple, or other class 2 wiring in the same
conduit as power leads. Use only the type of thermocouple or

! RTD probe for which the control has been programmed. Maintain
separation between wiring of sensor, optional inputs and outputs
and other wiring. See the “Secure Menu” for input selection.

For thermocouple inputs always use extension leads of the same type designated
for your thermocouple.

For supply connections use No. 16 AWG or larger wires rated for at least 75°C.
Use copper conductors only. All line voltage output circuits must hvave a common
disconnect and be connected to the same pole of the connect.

Input wiring for thermocouple, current, and RTD; and output wiring for current and
15 VDC is rated CLASS 2.

Control wiring is as shown (view is from the rear of instrument showing wiring ter-
minals).

INPUTS b ALARM OUTPUT
§ Terminals 8 & 10 are Mor-
E = E: E mally Cpen relay cantacts.
S - B® & See Aating Label.
o @ > =

%

Fi
38 A @250 VAC f
Medium Lag

Line Input See Rating
Label for details

* For 2-wire 1000 £2 BTD use terminals 1 & 2.
For 2-wire 100 £2 ATD use terminals 1 & 3, and
place a jumper wire batween terminals 3 & 4.
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OUTPUTS

(Rear View showing center block of wiring terminals.)

Lt - | For AC SSR or relay type outputs
(Output Codes 1 or 3), 15 & 16, and 17
Output A 15h= = F="=te & 18 are normally open. See Rating

- L Label for details.

17f= 18 For Pulsed DC, Current, or DC SSR
Output B ; d ouputs (Output codes 2, 4, or 8), 15 &
] 17 are positive, 16 & 18 are negative.

|

-+ -
Note: Factory default assigns Output A to Set Point 1 and Output B to Set Point 2.
If necessary, these realtionships may be reversed. See SP 10 in the Secure Menu.

Wiring for 4 to 20mA Transmitter Inputs

Wiring power and ouputs as shown above. Two-wire transmitters wire as shown
below. View is of instrument as seen from the rear to show wiring terminals.

For three or four-wire transmitters, follow the wiring instructions provided with your
transmitter.

CAUTION: DO NOT WIRE THE 24 VOLT POWER SUPPLY
! ACROSS THE INPUT OF THE CONTROL. DAMAGE TO THE
CONTROL INPUT CIRCUITRY WILL OCCUR.

Pt Sugply
15 o 28 VDG

Wiring for Optional Inputs and Outputs

Options are described on Page 3. Detailed option programming and operation
starts on Page 13. Wire power and outputs as shown on Pages 5 and 6. Wiring
for options is shown opposite. All wiring shown above is CLASS 2. Shielded twist-
ed pair is required for Options 992 and 994. Shielded cable is required for Options
993 and 995.

CAUTION: DO NOT RUN SIGNAL WIRING IN THE SAME CON-
DUIT OR CHASE AS THE POWER WIRING. ERRATIC OPERATION
OR DAMAGE TO THE CONTROL CIRCUITRY WILL OCCUR.
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OPTION/TERMINALS 1 12 6 7 8
PV1 PV/SV Retransmission, + - na na na
Current (e.g. 4-20 mA)

PV2 PV/SV Retransmission, + - na na na
Voltage (e.g. 0-10V)

992, 996 RS-485 Serial B A na na na
Communications

993, 995 RS-232 Serial Data In Data Out Signal Ground na na
Communications

View of rear of instrument
showing wiring terminals.

RS-485 Daisy Chain Wiring Example

Ground s
LIFIE B

MNote; Industry standard dea‘fgnamn for 95435 Hnes rs Aand B. Some eau:pmanr
manufacturers use a non-standard demggaﬂon of plus and minus. The association of A o minus
and 8 to plus is based on a sa vices marked as plus and minus and is not intended fo
raprasent ALL such labelied devices. Final responsibility for correct identification of leads and
terminals rests with the userfinstalier and the manufaciurer of the other device(s) installed in the
system.

RS-232 DB-25 WIRING RS-232 DB-9 WIRING
(VIEWED FROM WIRE SIDE) (VIEWED FROM WIRE SIDE)
DATA IN 1 o~ DATAOUT 12
[ | DATAQUT 12 [ 1 DaTAIN 1
Ii ] DATAGROUND 6 ~—{/ DATAGROUND &
| l |/J PIN DESCRIPTION
1 DCD
2  RECEIVE
3 TRANSMIT
4 DTR
PIN DESC PIN DESC PIN DESC = GROUND
1 SHELD 4 ATS 7 GROUND & DSA
2 TRANSMIT 5 CTS 8 DCD 7 RIS
3 RECENE & DSR 20 DR 8 CTS
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FRONT PANEL KEY FUNCTIONS

Remote Sat Lamp

A =T 253
Alarm Lamp : :""5 g G‘r
Set Point 1 Lamp : & T Heater Fail Lamp

Set Point 2 Lamp LT : 5 a.a -'E-.;__ % F Indicator

"C Indicator

Process Display (fa) wx = L)
Set Point Display @ @ ¥ o Percent Lamp

The decimal point flashes when Self Tune is operating.
Keys are illuminated when pressed. Key functions are as follows:

o

(—/~

INDEX: Menu Navigation. Pressing the INDEX key advances the dis-
play to the next menu item. May also be used in conjunction with other
keys as noted below.

UP ARROW: Increments a value, changes a menu item, or selects the
item to ON. The maximum value obtainable is 9999 regardless of decimal
point placement.

DOWN ARROW: Decrements a value, changes a menu item, or selects
the item to OFF. The minimum value obtainable is -1999 regardless of
decimal point placement.

ENTER: Pressing ENTER stores the value or the item changed. If
not pressed, the previously stored value or item will be retained. The dis-
play will flash once when ENTER is pressed.

AUTO/MANUAL (16A3): This key toggles the control output between
Automatic mode and Manual mode. Press and hold key for three seconds
to activate. See section on Ramp/Soak (Page 11) for further details.
RUN/HOLD (16A3): This key toggles the Ramp/Soak program functions
between Run mode (program runs as set up), and Hold mode (program
functions are suspended). Press and hold key for three seconds to acti-
vate. See section on Auto/Maunal Operation on page 14.

UP ARROW & ENTER: Menu Access. Pressing these keys simul-
taneously brings up the secondary menu starting at the alarm, tune, or
cycle item (depending on programming). Pressing these keys for 5 sec-
onds will bring up the secure menu.

&a@ INDEX & DOWN ARROW: Menu navigation. Pressing these keys
simultaneously will allow backing up one menu item, or if at the first menu
item they will cause the display to return to the primary menu.

&A INDEX & DOWN ARROW: Alarm Reset. If an alarm condition has
occurred, press and hold these keys for three seconds to reset the alarm.
Note that the alarm condition will not reset if the alarm condition

still exists.

INDEX & ENTER: ‘Global Reset’. Pressing these keys simultaneous-
ly and holding them for 5 seconds forces a ‘warm boot’, restart-
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ing the control (similar to turning power off and on). ‘Global Reset’ will allow recov-

ery from errors and reset the following menu items:

AL WH: Alarm inhibit OPEA InF: input error

1 af' nput err CHED : Check calibration
Correct the problems associated with the above conditions before using the reset
keys. More than one error could present. Caution is advised since several items are

reset at one time.

-
)

A

I =20
o L

While in the Primary or Secondary Menu, if no key is pressed for a period of 30
seconds, the display will return to the HOME position displaying the temperature
value. While in the Secure Menu, if no key is pressed for a period of 60 seconds,
the display will return to HOME position displaying the temperature value. Outputs
are disabled (turned off) when the Secure Menu is active.

NOTE: To move the Primary Menu quickly from any other menu, press the
[ A | UP ARROW & ENTER keys followed by pressing the KB INDEX &
DOWN ARROW keys.

SECURITY LEVEL SELECTION

Four levels of security are provided. The display shows the current security level. To
change security levels, change the password value using the % UP ARROW and

KB DOWN ARROW keys and press the ENTER key. Refer to the password
table for the correct value to enter for the security level desired. The SECr menu
item security level may be viewed or changed at any time regardless of the present
security level.
Example: To set security access level to 2, at the 5£L+ menu item, press the S
UP ARROW key until the upper display shows the password for level 2 access,
1101. Press the BEVENTER key. The display will blink and return with the level
value, 2, in the upper display.
The password values shown in the table cannot be altered, so retain a copy of
these pages for reference. This is the only reference made to password values in
this intruction book.

Page 9



PASSWORD TABLE

Security Level Displaying Value Password Value To
Menu Status When Viewed Enter
Primary Locked
Secondary  Locked 1 1110
Secure Locked
Primary Unlocked
Secondary  Locked 2 1101
Secure Locked
Primary Unlocked
Secondary Unlocked 3 1011
Secure Locked
Primary Unlocked
Secondary Unlocked 4 111
Secure Unlocked

NOTATION CONVENTIONS FOR THE MENUS
Because of the number of features available in this control, information is included
that may not apply to your specific control. All usable features are included in this
book, but may not be used in your process. To increase clarity, the following con-
ventions are used:

1. Certain features, menu items, and function shown in this book may or may not
appear on your control, depending on other menu item selections. At various
places in the menus there are notes identifying menu items that “control” or
“direct” other menu items. If you are looking for a particular menu item and can’t
find it, check the menu item that is it’s “control” for proper setting

2. The “#” symbol is used in two ways. It is used inside group of characters to indi-
cate which set point function (SP1 or SP2) is being affected. It is also used before
a group of characters of a menu item to indicate that there may be more than one
selection or value for that menu item. This is used for certain repeated items such
as in the Ramp/Soak Program section.

3. Features that apply only to Options will be printed in ltalics. Features that apply
only to the 16A3 Series will be notated in the Roman serif type.
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THE HOME DISPLAY

The home display is the normal display while the control is operating. If no errors or
functions are active, the HOME display will indicate the Process Variable (the tem-
perature, pressure, flow, RH, etc., that is being measured) on the top display and the
Set Variable (Set Point 1) on the bottom.

Items that can change the HOME display are the Auto/Manual function, the
Run/Hold function, the Fr=% function, the Al function, and any error message.
Description of these special displays follows.

If the @@= Auto/Manual key is pressed, the Manual indicator lights, and the home
display is changed. The upper display continues to show the Process Variable (PV),
but the lower display changes to show the percentage of output in tenths of a per-
cent to 99.9% (0.0 to 99.9) or 100 if 100%. The display digit to the right of the num-
ber shows a flashing letter o to indicate that the value displayed is no longer the SV,
but percent output. The 5”2 percent output is indicated by the use of an overline on
the o. Access to the 5°¢ value is made by the INDEX key. See Auto/ Manual

Operation on Page 14 for further information.

If #~a% is turned £, the HOME display changes the SV display from SP1 to the
Present Set Variable as calculated by the Ramp/Soak Programmer function. See
Programming and Operation for Ramp/Soak Feature below for more information.

If AL (Secondary Menu) is turned £, the lower display changes to show the active
percentage of output as required to maintain 57 /. The display is similar to the
Auto/Manual display above, except that the percent indicators (=,&) do not flash, and
the output is displayed in whole percentages of output, not in tenths of a percent. If
the control has both 5F / and 572, the lower display will alternate between the 5F !
percent output and the 572 percent output.

Error messages are listed on Pages 37-39.

PROGRAMMING AND OPERATION FOR RAMP / SOAK
FEATURE (16A3 ONLY)

The Ramp / Soak feature offers a great deal of flexibility by allowing changes in the
set point to be made over a predetermined period of time. Dwell times can be pro-
grammed, and the alarm output relay can be programmed to open or close during
any of the segments.

Theory of Operation
The 16A3 Series controls offer a very simple approach to programming a ramp.
Rather than requiring the operation to calculate an approach rate (usually in degrees

per minute), the 16A3 does the calculation internally. Thus, the operator only needs
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to program the target set point and the time desired to reach that point. When the
ramp segment is executed by the control, it calculates the ramp required to move
the process from the starting value (current PV) to the desired value (programmed
SP) in the time allowed.

Soaks (or dwells) are ramp segments where the target set point is the same as the
beginning process value. This allows for multistage ramps without wasting interme-
diate soak steps. Care must be taken, however, that the process does actually reach
the soak value before the soak time starts. If not, the next segment will calculate a
slope from the starting PV to the target SP. Depending on your process require-
ments, this difference may be important. Make sure to test any program for desired
results before running production material.

Do not operate Self Tune while a ramp function is operating. The ramp func-
tion will prevent the Self Tune from operating properly. Make sure that all
tuning is set up before operating Ramp / Soak.

Program Setup

All of the programming for the Ramp / Soak function is done in the Secondary Menu.
You may wish to work out your program on paper before going into the programmer
menu sequence.

In the Secondary Menu @ INDEX to Fr=% and make sure that o5 is set to JFF,

INDEX to #5£E and turn £, Press ENTER.

Skip the 5£R& setting (this is discussed later) and press INDEX to £&R5,

The time base menu item, £575, allows selection of the amount of time that is count-
ed per time unit. Setting £575 to ¢ makes all time settings use a time base of one
second. A £5A5 setting of 54 makes all times settings use a time base of 60 sec-

onds, or one minute. Make the appropriate selection and then press ENTER
and INDEX to it ..

The following items repeat in the foIIowing order: ‘., ISP R (if AL !in the Secure
Menu is programmed set to £lnk), S0 J5F SR 6L, 155P, I6R . To avoid

repetition each item will only be described once.

Set &+ to the amount of time you want for the first ramp. This value is in time units
(determined by the 575 menu item) from & to 9955, Press @) ENTER.
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Set /57 to the target value desired for the first ramp. This value is in actual units just
like 57 i, If the control is programmed for temperature, then the SP displays are in
temperature. If the control is programmed for some other engineering unit, the SP is
set in that unit.

Press INDEX to continue. If Alarm 1 is programmed as an event (AL | = £link),
then A ! will appear. If you wish the Alarm 1 contact to function for this segment,
set /A !is set to Jn. If not, set for JFF. Press ENTER. When A !is set £n, the
Alarm 1 function will be active for entire period set /& above.

mplete setting the segment times (<=« . .. ‘&& ), segment set point (57 . . .
a'E ), and event alarms (A { ... {GA {) to Jn or OFF,

For unneeded or unused segments set the segment times (&« ... /&£ )to &, and
set the segment set point (57 ... /55F) to the same value as the last active set

point. A segment alarm may be set to indicate “end of run” at the segment number
you select.

The last menu item for the ramp / soak function is #£nd. #£~d determines what the
control does when the program has ended. You may choose to have the program
repeat (Loof), Hold the last set point ( /557), revert to the local 57 /, or turn the out-
puts off (JoFF).

It is important to remember that if you want the program to repeat, you must allow
the process to return to the same condition that existed when the program first start-
ed. Remember that the ramp function calculates the slope by drawing a line from the
beginning PV to the ramp target set point. If the PV at the end of the program is dif-
ferent than the PV at the initial start, the ramp will calculate differently.

Ramp / Soak Operation

When you wish to start the program, enter the Secondary Menu and set the #ra%
menu item on &n. Return to the HOME position by waiting for the display to time out
or by pressing the #8 &8 UP ARROW & ENTER keys and then the &8 €
DOWN ARROW & INDEX keys.

The home display will read as it normally does. The HOLD indicator by the RUN /
HOLD key will be lit. To start the program press the @& RUN / HOLD key for
three seconds. The HOLD indicator will go out, and the program will start.

To suspend the program at any time, press the @8 RUN / HOLD key. Press the key
again to resume.
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Pressing the @@ AUTO / MANUAL key will also suspend the program operation.
The difference is that AUTO / MANUAL also puts the control into manual mode. See
Auto / Manual operation on page 14.

The function of the Primary Menu will change depending on the setting of the %A% menu
item in the Secondary Menu. If 5£RE is £FF then the Primary Menu is not changed.

If the 5£A% menu item is set &, then the Primary Menu has three additional informa-
tion items added before ¥ ! appears. The first INDEX item displays the time remain-
ing in the current segment in the top display (####), and the message = « , in the
lower display. The next INDEX item displays the total time for the active segment in
the upper display (####) and the message ##-« (/= ... !5&.), in the lower dis-
play. The third INDEX item displays the segment set value (####) in the top display,
and the message ##5° (/57 . .. 155F) in the lower display. The next INDEX press
resumes the normal Primary Menu.
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AUTO / MANUAL OPERATION (16A3 ONLY)

The AUTO / MANUAL function allows you to manually adjust the output of the con-
trol. This is normally used during process setup or start up. It can also be used for
troubleshooting. To switch from AUTO to MANUAL press the &l® AUTO / MANU-
AL key and hold for three seconds. The MANual indicator will light and the lower dis-
play will change from normal to showing the actual output in percent. The value will
be the actual percentage of output that was active when the key was pressed. This
is usually known as “bumpless transfer”.

If you wish to change the output while in manual, press the #% UP ARROW or &A@
DOWN ARROW keys to change the value, and press ENTER to retain it. It is
important to remember that the value of the display can be read as 0 to 100% of the
full control output, or 0 to 100% of the range between 5 /ZL and 5 {2+ or 5254 and
500K, If APCE is set for rERL, a reading of 50% in MANUAL represents 10 mA
(Assuming a current output regardless of the 5 /3L and 5 !0+ settings.) If APLE is set
for A4, then 50% in MANUAL will represent the mid point in output between 5 /2L
and 5 /K. (Assuming a current output, 4 to 20 mA, with 5 /0L set to 22 and 5 /0H
set to /04, 50% will represent 12 mA.)

To return to AUTOmatic control, press the E® AUTO / MANUAL key again. The
MANual indicator will go out, and the set point will take over. However, if you want
bumpless transfer back to AUTO, slowly change the percentage of output until the
process variable matches (or at least is close) to the set point. The further away the
PV is from the set point, the greater the “bump” or upset there will be in the out put.
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Operating of Self Tune Function

Self Tune allows automatic selection of the necessary parameters to achieve best
control operation from your 16A2 & 16A3 Series control. If you are using the con-
trol output as a simple on-off function (Gut ! set for £~ZF), none of the following

will apply.

Theory of Operation

The Self Tune function calculates the #& !, ~£5, and ~££ parameters under the # «f
tunf selection, and the Fard and Frif parameters, as shown in the Secondary
Menu. These values are determined by measuring the response of the process con-
nection to the control. While in this mode the control measures the overshoot and
undershoot of the process, and the period of the process (the time from peak value
to the next peak value). These measurements are collected over a period that lasts
three periods of overshoot and undershoot. The data collected over this time is effect
of Fuzzy Logic on the process is still controlled by the £ i (fuzzy intensity) setting.
If i is O, the Fhmd and Fr£E will be calculated, but will have no effect. The calcu-
lations for the PID values are the same as used in the standard Ziegler - Nichols
equations that have been recognized as standard for decades.

The only modification to the application of the Ziegler - Nichols equations is con-
trolled by the #~AL menu item. This menu item controls the amount of rate (deriva-

(g )

tive) that is applied. A @~AL setting of 3 (factory default) or less allows for less damp-
[ g Y

ing. A AL setting of 4 allows for critical damping as set forth in Ziegler - Nichols. A
oFAL setting of 5 or more allows over damping of the process.

Program Setup and Operation

Do not cool the process or add heat while the tuning is occurring. In the secondary
menu set Lunf to SELF. Skip L~ and check to make sure that 4~AL is set to the
desired value. Back up to L£~m and set to “£5. The control will begin the Self Tune
function. While the Self Tune function is active, the right hand decimal point on the
lower display will blink. When Self Tune is complete, the blinking will stop.

After Self Tune is complete, the wnf setting automatic switches to # «7. This allows
examination and/or modification of the values calculated. We recommended that you
do not change the calculated values unless you have a firm understanding of the
parameters involved and their function.
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OPERATION AND PROGRAMMING OF OPTIONS
Option 992, 993, 995, 996 Serial Communication

The serial communications options allow the control to be written to and read from
a remote computer or other similar digital device. Communication is allowed either
through a RS-485 (Option 992, 996) port, or a RS-232 (Option 993, 995) port.

Wire the communication lines as shown on Page 7. Wiring for the RS-485 is run from
control to control in a daisy chain fashion with a termination resistor (120 ohms)
across the transmit and receive terminals of the last control in the chain.

Select the control address and communication baud rate with the Addr and &AL
menu items in the Secure Menu.

NOTE: THE BAUD RATE AND ADDRESS MENU ITEM SETTINGS WILL TAKE
EFFECT ON THE NEXT POWER UP OF THE CONTROL. BE SURE TO TURN THE
POWER TO THE CONTROL OFF AND ON BEFORE USING THE NEW BAUD RATE
AND ADDRESS VALUES.

In operation, you have the option of preventing a write command from the host com-

[Nyl

puter. To prevent the host from writing to the control change the L2~£ menu item in

the Secondary Menu to L. To allow the host to write commands to the control set
LOrE to ~£. (The host does have the ability to change the LJ+-£ state, but it is not
automatlc.)

If your system depends on constant reading or writing to and from the host, you may
wish to set the No Activity Timer (=) to monitor the addressing of the control. When
the LO-£ is set to ~£ and the ~A% is set to any value other than Off, the control will
expect to be addressed on a regular basis. If the control is not addressed in the time
set by the value of ~Ak, then the control will display the error message £HEL LOrE,

[Nyl [N T

To clear the message set LOAE to LOL,
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Serial Communications
Options and Non-volitile Memory

There are many different types of memory used in computer driven devices. The
terms RAM (random access memory) and ROM (read only memory) are a couple
with which you may be familiar.

RAM is used in computers to run programs and hold data for a short period of time.
This is the memory that is used primarily in PCs. RAM is very fast and can be read
and written to over and over again.

ROM is used in computers to hold the ‘permanent’ programming that allows a PC
to start. This memory is ‘burned in’ to the chip itself and can not be changed. Unlike
RAM, however, this memory is permanent. While it can not be changed, it can not
lose its programming when power is turned off.

There is a third type of memory that is now currently used to combine the character-
istics of both RAM and ROM. This is known as EEPROM (electrically erasable pro-
grammable read only memory). While the name may be long and somewhat cryptic,
the EEPROM can be erased and re-written many times, and yet hold the pro-
grammed data even over long periods of time when the power is off. This is the type
of memory that all Love Controls uses to save the settings your program in your con-
trol. The reliability and longevity of the data retention is what allows us to guarantee
a 10 year data retention without power.

In normal operation, the control uses RAM, just as any other computerized device.
Whenever you make a change to one of the parameters in the control, the set point
for example, the new value is written into the EEPROM. This way, if power goes off
for whatever reason, when power resumes, the latest settings are preserved. When
power is turned on, the data is copied from the EEPROM to the RAM to begin oper-
ation.

If EEPROM is such a wonderful thing, you might ask, why bother with RAM? One
reason is that RAM is much faster than EEPROM. Faster speed gives you better per-
formance in critical control functions.

Perhaps the most important reason is that EEPROM has a limit to the number of
times it can be erased and re-written. Current technology now sets that limit at about
one million erase/write cycles. In a dynamic control situation, it may be necessary to
update RAM every few miliseconds. EEPROM can not keep up to that pace, and,
even if it could, it would be ‘used up’ in a matter of days.
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If you think about how long it would take a million changes to the control program-
ming through the front key pad, you will see that it would take a very long time to get
to use up the life of the EEPROM.

Adding one of the computer communications options (e.g. 992, 993) changes the
picture. The speed of computer communications is such that hundreds of instruc-
tions can be made in less than a minute. In such a situation, the million erase/write
cycles could be used up in a couple of months causing the control to fail.

Usually in such a situation, the control is under close observation by the host com-
puter. It may not be necessary, then to the data written to the EEPROM, as it is ‘tran-
sitory’ in nature (changing set points for a ramp/soak sequence for example).

All 16A Series controls with communications options made before April 2001 are
only able to write to the EEPROM. Controls manufactured after this date have a
menu item in the Secure menu (5tor) that allows the serial communications to write
to RAM (5to- = ~o) with a special write command that allows to EEPROM to be
updated or written directly to EEPROM (protocol command 0442).

The factory default is ‘write to EEPROM’ (5tar = 9E£5).

If your computer system will be making frequent changes to the control we strongly
recommend that you select the ‘write to RAM’ parameters (5ar = o). If you are pri-
marily reading from the control, there is no need to change the setting.

Any instruments equipped with any Serial Communications are limited
to one million WRITE cycles to the EEPROM through the Serial
Communications Port. Exceeding this limit will generate a

FAR 1L EESE error. There is no limit to the number of times you can
READ from this instrument EEPROM.

Make sure that the software you use does not write too often to the instrument.

If you have any questions regarding how your software works with the instrument(s),
contact your System Administrator, Programmer, or Software Supplier.
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MENU SELECTIONS

PRIMARY MENU

Press INDEX to advance to the next menu item. Press @8 UP ARROW or
&A DOWN ARROW to change the value in the display. Press ENTER to

retain the value. If StAt, (Secondary Menu [16A3)), is &, the three program status

menu items shown on Page 14 will precede the folowing.

SE Set Point 1 Adjust, Control Point 1.

SPe Set Point 2 Adjust (if equipped), Control Point 2.

SECONDARY MENU

Hold &N UP ARROW & ENTER. Press INDEX to advance to the next
menu item. Press @8 UP ARROW or & DOWN ARROW to change the value

in the display. Press ENTER to retain the value.

Ao Alarm 1 Low: The Low Alarm point is usually set below the Set Point. May
not appear depending on AL / setting in Secure Menu.

A4 Alarm 1 High: The High Alarm Point is usually set above the Set Point. May
not appear depending on AL / setting in Secure Menu.
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Output selection: Select JnilF, #:=F | #Ful, or Fraf.

OalF A setting of 0n0F allows the control to operate in simple on/off
mode. This setting forces the control to turn off at set point, and
on at the set point plus the differential (57 /). When selected,
the Jui | OalF menu items is followed by #### 5F <, and
the funf, Fh, rE5 5100 and 5 !0H selections in the Secure
menu are suppressed.

%714 Set Point On-Off Differential (hysteresis). Set for the
amount of difference between the turn off point and the
turn on point. Select /to 9997 (direct acting), or - / to
-9519% (reverse acting). This value will be negative for
reverse acting set points, and positive for direct acting
outputs. The following drawings shows output behavior
for reverse and direct action. For reverse action note how
the output decreases as the input process variable
increases, e.g. heat power goes to zero as the
temperature increases to set point.

5 5
= DIRECT ACTING (585t = d «} =
= {UPSCALE DIFFERENTIAL}) = AEVERSE ACTING (585k = £
o o (DOWNSCALE DIFFERENTIAL
|OIFF THEOT [ \DIFF./ THPUT
tEﬂd} tsm]
5P% (DISFLAYED WALUE} 578 (DISPLAYED VALUE)

##t”  Time Proportioning Cycle Time. Select /&7 to 80EF.

=F A setting of 1tP is recommended for solid state outputs
(SSR or 15VDC).

ctfto 80P Time Proportioning Control is adjustable in 1
second steps. Recommended for mechanical outputs
(relays, solenoids, etc.). For best contact life, a time
should be selected as long as possible without causing
the process to wander.

#"uL  Pulsed Time Proportioning Output: Select Fui to
WLl {Pul = Linear and 7wl = most nonlinear. Changes
output linearity for use in cooling applications or for
extremely fast response processes. At the center of the
proportional band, a pulse value of 1 provides an output
of one second on and one second off (50% output). A
pulse value of 2 provides an output of one second on and
two seconds off (33% output). Output at center of band
equals one second on, 2rusevael seconds off.

Fraf  For Current (Code 5) outputs only.
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The following menu items apply only if your control is equipped with a sec-
ond set point (last digit of model number is not zero). If your control does
not have a second set point, jump to the £unt menu on the next page.

Oukd  Output selection: Select OnOF, #:F, #Ful, or Pral,
4n0F A setting of £niF allows the control to operate in simple on/off
mode. This setting forces the control to turn off at set point, and
on at the set point plus the differential (57<'<). When selected,
the Dut2/8A0F menu item is followed by #### 5Fcd, and the
Pk selection in the Secondary menu and the 5244 and 523+
selections in the Secure menu are suppressed.
%P2d  Set Point On-Off Differential (hysteresis) Select /to
95955 (direct acting), or - ! to -9937 (reverse acting).
See 5” !d on the previous page
##tF Time Proportioning Cycle Time. Select /£ to 80£R
=r A setting of /£ is recommended for solid state outputs
(SSR or 15VDC).
cEP to B8RP Time Proportioning Control is adjustable in 1
second steps. Recommended for mechanical outputs
(relays, solenoids, etc.). For best contact, life, a time
should be selected as long as possible without causing
the process to wander.
#7uL  Pulsed Time Porpotioning Output: Select {Fui to 7FuL,
Pl = Linear and 7Pui = most nonlinear. Changes
output linearity for use in cooling applications or for
extremely fast response processes. At the center of the
proportional band, a pulse value of 1 provides an output
of one second on and one second off (50% output). A
pulse value of 2 provides an output of one second on and
two seconds off (33% output). Output at center of band
equals one second on, 2(pulse value -1) seconds off.
Frof  For Current (Code 5) outputs only.
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The Controller will evaluate the Process and select the PID values to
maintain good control. Active for SP1 only.
LErmn Select Y£5 or na

=13 Start Learning the Process. After the process has
been learned the menu item will revert to na.
o Learning will stay in present mode.

=
R
1}

noc
1

£ Damping factor, select &#FF, !to 7. Sets the ratio of Rate to
Rate for the 5£LtunE mode. 7 = most Rate. Factory set
to 3. For a fast response process the value should be low-
ered (less Rate). For a slower process the value should be
increased (more Rate).

Manually adjust the PID values. PID control consists of three basic

parameters, Proportional Band (Gain), Reset Time (Integral), and

Rate Time (Derivative).

f& ¢ Proportional Band (Bandwidth). Select / to 9995°F, °C,

or counts.

Proportional Band (Bandwidth). Select / to 55595°F, °C,

or counts. Appears only if control is equipped with second

set point and Sutd is NOT selected as OniF.

ll:ll

[u]

"y
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£5 Automatic Reset Time. Select &FF, ./ to 99.59 minutes.
Select £FF to switch to £F5.
ars Manual Offset correction Select. Select ZFF, &, ! to 959.9

ncc

percent. Select ZFF to switch to ~£5.
rkE Rate Time. Select &FF, . ! to 39.% minutes. Derivative.
PID values are preset for a slow response process.
PID values are preset for a normal response process.

t  PID values are preset for a fast response process.

]
=
]

2
=)
b

Linkage of PID parameters between SP1 and SP2: Select & or JFF.

On Applies SP1 r£5, rE, Fhad, and FrEE terms to SP2 for heat/cool
applications

OrF SP2 functions without r£5, ~£E, Fand, and FrEE.

Anti- Reset Windup Feature: Select & or GFF,

On When AriF is i~ the accumulated Reset Offset value will be
cleared to 0% when the process input is not within the Proportional

Band.

FF When Ariif is OFF, the accumulated Reset Offset value is retained
in memory when the process input is not within the Proportional
Band.

Din]
™

Ix] [N ]

Approach Rate Time: Select &FF, 5.0 ! to 99.55 minutes. The function
defines the amount of Rate applied when the input is outside of the
Proportional Band. The Ar&E£ time and the ~££ time are independent and
have no effect on each other. To increase damping effect and reduce over-
shoot set the approach rate time for a value greater than the natural rise time
of the process (natural rise time = process value time to set point).

Fuzzy Logic Intensity: Select & to /38%. 0% is OFF (disables Fuzzy Logic).
The function defines the amount of impact Fuzzy Logic will have on the
output.

Fuzzy Logic Error Band: Select & to 4 °F, °C, or counts. Sets the band
width of the Fuzzy Logic. Set F&nd equal to PID proportional band (74 /) for
best results.
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Fuzzy Logic Rate of Change: Select £.28 to 95.99 counts/second. For best
initial setting, find the counts/second change of process value near Set Point
1 with output ON 100%. Multiply this value by 3. Set £~££ to this
calculated value.

The Peak feature stores the highest input the control has measured since
the last reset or Power On. At Power On F£f is reset to the present input.
To manually reset the value PR must be in the lower display. Press the

ENTER key to reset. #£f will be reset and display the present input value.

The Valley feature stores the lowest input the Instrument has measured
since the last reset or Power On. At Power On £AL is reset to the present
input. To manually reset the value AL must be in the lower display. Press
the ENTER key. ZAL will be reset and display the present input value.

Percent Output Feature: Select &n or JFF,

e When selected &, the HOME lower display will indicate the output
of the controller in percent. An “o” will appear in the right hand side
of the lower display to indicate percent output for SP1. An “z” will
appear on the right hand corner of the lower display to represent
percent output for SP2, if the control is so equipped. The display
will alternate between these values.

Percent Output display is disabled.

23

Ramp/Soak Feature (16A3): Select &n or JFF

Y Allows Programmed Ramp/Soak function to be started by the
Run/Hold key on the control front panel.

urr Turns Ramp/Soak function ZF and resets program to
beginning.

Programmer function set (16A3): Select & or JFF.

OrF Skip Ramp/Soak Programming. Go to next Secondary Menu
Item, /n”L on the next page.

H Enable Ramp/Soak Programming.

Programmer Status Display in the Primary Menu when Prog (above) is
On (16A3): Select O or OFF,

OrF The Primary Menu operates as normal.

O The Primary Menu is altered to have the following items
inserted before the SP1 menu item:
HHEH#HE £ time remaining in active segment

#### ##C.  total time in active segment
#### ##57 segment target set point
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tLA5%  Ramp/Soak Time Base (16A3): Select /-5 or 555,
15 Ramp/Soak time base is in 1 second increments. Program time
... 16k is measured in seconds.
50.5  Ramp/Soak time base is in 60 second increments (minutes).
Program time '/t ... /55 + is measured in minutes.

The following items repeat in the following order: /£ ., {57 A | (if AL ! is pro-
grammed as £Unk), S J5F 2R 1GE., I65F, I6R 1 To avoid repetition

each item will only be described once.

it Segment Time (16A3): Select & to 5555 units (minutes if £575 is set to

5.5, seconds if -5A5 is set to /_5).

o

Segment Set Point (16A3): Set to target value desired.

R Segment Alarm 1 Event (16A3): Select & or SFF,
e Alarm 1 is active during segment 1 time ( /£ /).
OFF Alarm 1 is inactive during segment 1 time ( /= /).

PLnd  Program End Action (16A3): Select Haold or JoFF,
Hold  Stay at the Present Set Point ( /557).
Lok Turn Off SP1 and SP2 Outputs at the end of the program.
Lo Repeat program starting at /£,
Revert to 57 ! value.
AL Input Correction: Select -500 to & to 500 °F, °C, or counts. This feature
allows the input value to be changed to agree with an external reference or
to compensate for sensor error. Note: /~L is reset to zero when the input

type is changed, or when decimal position is changed. Factory default is £.

§.

[ g g o

Digital Filter: Select SFF, /to 55. In some cases the time constant of the
sensor, or noise, could cause the display to jump enough to be unreadable.
A setting of 2 is usually sufficient filtering (2 represents approximately a 1
second time constant). When the 0.1 degree resolution is selected this
should be increased to 4. If this value is set too high, controllability will
suffer.

"
==
"
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Loop Break Protection: Select &F, ! to 9997 seconds. If, during operation,
the output is minimum (0%) or maximum (100%), and the input moves less
than 5°F (3°C) or 5 counts over the time set for LF4-, the LOOF A4 mes-
sage will appear. This condition can also be routed to an Alarm Condition if
alarms are present and turned On (see AL&- in the Secure Menu). The loop
=]

break error can be reset by pressing the ®EENTER key when at the LF&-
menu item. The INDEX & ENTER keys may also be used.

(Option 992, 993, 995, 996, Serial Communications) Local / Remote Status:
Select LI3L or r£. Does not affect other instruments on daisy chain.

Loc The host computer is advised that remote write commands will be
rejected. Any write commands sent to this control will be rejected.
All read commands are accepted.

The host computer is allowed to send write commands. If the
control is not addressed within the time set in ~ft (No Activity
Timer in the Secure Menu) the CHEL LarE error message will be
displayed.
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Addr (Option 992, 993, 995, 996 Serial Communications) Control
Address: Set from 1 to 3FF (Options 992 and 993) or set from 1 to FF
(Options 995 and 996). This number (hexadecimal, base 16) must match
the address number used by the host computer. Not settable in this menu.
To change this parameter, see Addr in the Secure Menu.

SECURE MENU

Hold N UP ARROW & ENTER for 5 Seconds. Press INDEX to dvance
to the next menu item. Press @8 &A@ UP ARROW or DOWN ARROW to change
the value in the display. Press ENTER to retain the value.

OUTPUTS ARE DISABLED (TURNED OFF) WHILE CONTROL IS IN
SECURE MENU.

SELr Security Code: See the Security Level Selection and the Password
Table in this manual, in order to enter the correct password.

Input Type: Select one of the following. Refer to the Wiring section
for the proper wiring.

- L Type “J” Thermocouple

Type “K” Thermocouple

Type “E” Thermocouple

Type “T” Thermocouple

Type “L” Thermocouple

Type “N” Thermocouple

Type “R” Thermocouple

Type “S” Thermocouple

Type “B” Thermocouple

Type “C” Thermocouple

100 ohm Platinum (NIST 0.00392 Q/Q/°C)

120 ohm Nickel

100 ohm Platinum (IEC/DIN 0.00385 Q/Q/°C)
1000 ohm Platinum (IEC/DIN 0.00385 Q/Q/°C)
DC Current Input 0.0 to 20.0 or 4.0 to 20.0 mA.
DC Voltage Input 0.0 to 10.0 or 1.0 to 10.0 volts.

w1~ DC Voltage Input -10 to +10 mV.
---- Reserved

Zero Suppression: Select On or OFF. Only with Current and Voltage
input types.

OFF  The input range will start at 0 (zero) Input.
HiY The input range will start at 4.00 mA or 1.00 V.
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F, L or maonk.

F °F descriptor is On and temperature inputs will be displayed in
actual degrees Fahrenheit.

H °C descriptor is On and temperature inputs will be displayed in
actual degrees Celsius.

ronE °F and °C descriptors will be Off. This is only available with Current

and Voltage Inputs.

Decimal Point Positioning: Select &, &.0, &80, 88080, or 404040, On

temperature type inputs a change here will alter the Process Value, SP1,
SP2, ALLo, ALHi, and InPC. For current and voltage Inputs all Menu Items
related to the Input will be affected.
] No decimal Point is selected. This is available for all Input Types.
o0 One decimal place is available for Type J, K, E, T, L, RTD’s, Current
and Voltage Inputs.
400 Two decimal places is only available for Current and Voltage Inputs.
L0380 Three decimal places is only available for Current and Voltage
inputs.
L8088 Four decimal places is only available for Current and Voltage inputs.
Input Fault Timer: Select 4FF, &.1 to 5%0.0 minutes. Whenever an Input is
out of range (4L or JFL displayed), shorted, or open, the timer will start.
When the time has elapsed, the controller will revert to the output condition
selected by !~”& below. If 8FF is selected, the Input Fault Timer will not be
recognized (time = infinite).

Input Fail Action (16A3): Select ~7 /L RUE, or Fr£. When the Input is
out of range (/FL or JFL displayed) and the Input timer ( /~~£) time has
elapsed, the controller will revert to the selected condition.

FR I Outputs are disabled (go to 0% output).

RUE The outputs will hold at the last known average percentage of
output.

Pt The outputs will maintain preprogrammed percentages of

output as specified in PrE1 and PrEa.

o_C

~rt i Preset output for Set Point 1. Select 0 to 100%.
Ffrfd  Preset output for Set Point 2. Select 0 to 100%.

-
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£ Manual and PctO display adjustment (16A3). Select ~£AL or Add,

r£EAL  Manual display will display output 0 to 100% relative to actual
range of the output.
Manual display will display output 0 to 100% relative to the

S#0L and 5#0H settings.

Xy
D)
3

[}

Sensor Rate of Change: Select £FF, ! to Y288 °F, °C, or counts per 1
second period. This value is usually set to be slightly greater than the fastest
process response expected during a 1 second period, but measured for at
least 2 seconds. If the process is faster than this setting, the 5£nl  &Fd
error message will appear. The outputs will then be turned off. This function
can be used to detect a runaway condition, or speed up detection of an
open thermocouple. Use the INDEX & ENTER keys to reset.

SLAL Scale Low: Select 100 to 11998 counts below 5£AH. The total span
between 5CAL and 52AH must be within 11998 counts. Maximum setting
range is -1999 to +9999 counts. For Current and Voltage inputs, this will set
the low range end. Value not adjustable for Thermocouple and RTD ranges.

SLARH  Scale High: Select 100 to 11998 counts above 5L, The total span
between 541 and 52AH must be within 11998 counts. Maximum setting
range is -1999 to +9999 counts. For Current and Voltage inputs, this will set

the high range end. Value not adjustable for Thermocouple and RTD ranges.

P Set Point Low: Select from the lowest input range value to 57+ value. This
will set the minimum SP1 or SP2 value that can be entered. The values for
SP1 or SP2 will stop moving when this value is reached.

SFH  Set Point High: Select from the highest input range value to 5”% value. This
will set the maximum SP1 or SP2 value that can be entered. The values for
SP1 or SP2 will stop moving when this value is reached.

%710 Set Point 1 Output Select: Select JutA or Hukh,
OukR Set Point 1 is routed through Output A, Set Point 2 (if equipped) is
routed through Output B.
Oukh  Set Point 1 is routed through Output B, Set Point 2 (if equipped) is

routed through Output A.
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S&  Set Point 1 state : Select @ o or rE.

o «  Direct Action. As the input increases the output will increase. Most
commonly used in cooling processes.

Reverse Action. As the input increases the output will decrease.
Most commonly used in heating processes.
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If Juk | (Page 21) is set for ##EF, #PUL o

appear. If Dk s set for nllF | then skip 5

5 10L  Set Point Output Low Limit. Select O to 100% but not greater than 5 /H .
This item limits the lowest output value. This is useful for adding a bias to
the process when needed. Factory set to O for outputs codes 1, 2, 3, 4,
and 8. Factory set to 20 for output code 5 (20% out put equals 4 mA
output).

(]
J
g

-~
-

Z/H Set Point 1 Output High Limit. Select 0 to 100% but not less than 5 /i
for output codes 1, 2, 3, 4, or 8. Select 0 to 102% but not less than

[y

5100 for output code 5. This item allows setting the maximum output
limit. This is useful with processes that are over powered. Adjustment to
102% allows seeting current output to force a full on condition for output
devices which do not have bias adjustments. Factory set to 100 for all
output codes.

If Dk 1 is set for ##EF, #P UL or Fralf | then skip to 5 /LF below.

If Dk ! is set to HrnilF (in Secondary Menu), then the next three menu items can
make the 5F' ! and 5 ! settings act like a high or low alarm set point. See the
information on alarm settings and the cautions and warnings that apply to them on

Pages 30-31.

c o

Note that when Set Point 1 Power Interrupt, & ¢~ is On, and Set Point 1 Reset,
5 IrE | is programmed to Hold, the 5F ! output will automatically reset upon a

power failure and subsequent restoration, if the process is below =+ /.

D

)

!IrE  Set Point 1 Reset. Select GridF or Hold.
OnlF Output will automatically reset when process passes back
through 57 /d.
Hold  Manual Reset. Reset by simultaneously pressing the
=1 KB INDEX & DOWN ARROW keys for 3 seconds.
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Set Point 1 Power Interrupt. Select & or &FF

X .M . .
Hi Alarm Power Interrupt is &/rv. Output will automatically
reset on power-up if no alarm condition exists.

g

GFF  Alarm Power Interrupt is & F. Output will be in the
alarm condition on power-up regardless of condition of

(K]
[

-~
-
-

process.
51 4H Set Point 1 Inhibit: Select & or GFF
wn Alarm Inhibit is On. Alarm action is suspended until the

process value first enters a non-alarm condition.
GFF  Alarm Inhibit is OFF,
Set Point Lamp: Select & @m or Do F.
0 an Lamp ON when Output is ON.
DoFF  Lamp OFF when Output is ON.

(K]
<
[a]

-
[

If your control is not equipped with Set Point 2, then proceed to the
alarm section (next page).

or oF.
' is independent of 5P 1 and may be

tween the limits of %L and 5F'H.

5L Set Point 2 type: Select
o

Sk
AL%  Absolute .;”.3':-_ ; ':'

[uj
U

-
set anywhe e be SPH
_ 03 Co
o Deviation 97 5P is set as a deviation from % !, and
allows 5 'v-' /

to retain its relat|onsh|p with 57 ! when 57
5 tracks 97 ).

-—

is changed (5
' 5E Set Point 2 State: Select & «~ or ri.

o «  Direct Action. As the input increases the output will
increase. Most commonly used in cooling processes.

Reverse Action. As the input increases the output will
decrease. Most commonly used in heating processes.

l‘:':

if Lk is set for #eP 4P UL or ProF then 5201 and 52'0H appear. If Dukd

is set for & J0F | then skip 52'0L and SA0H.

0L Set Point Output Low Limit: Select 0 to 100% but not greater than

SC0H. This item limits the lowest output value. This is useful for

adding a bias to the process when needed. Factory set to O for
output codes 1,2, 3, 4, and 8. Factory set to 20 for output code 5
(20% output equals 4 mA output).

[Xy]

5C'0H  Set Point 2 Output High Limit: Select 0 to 100% but not less than
5200 for output codes 1, 2, 3, 4, or 8. Select 0 to 102% but not
less than S20L for output code 5. This item allows setting the
maximum output limit. This is useful with processes that are over
powered. Adjustment to 102% allows setting current output to
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force a full on condition for output devices which do not have bias
adjustments. Factory set to 100 for all output codes.

If Sk is set to GnlF (in the Secondary Menu), then the next three menu
items can make the SP2 and SP2d settings act like a high or low alarm set
point. See the information on alarm settings and the cautions and warnings
that apply to them on the next pages.

Note that When Set Point 2 Power Interrupt , 5c'7 +is On, and Set Point

2 Reset, 92'rE | is programmed to Hold, the %7’ output will automatically
reset upon a power failure and subsequent restoration, if the process is

coo
below ='c'.

s

l‘l‘|

Set Point 2 Reset. Select &l or Hold.

OnlF Output will automatically reset when process passes
back through %7

ouo Manual Reset. Reset (acknowledge) by simultaneously
pressing the &2 INDEX & DOWN ARROW keys
for 3 seconds.

(]
LY
o

+ Set Paint 2 Power Interrupt. Select On or OFF.

On Alarm Power Interrupt is On. Output will automatically

reset on power-up if no alarm condition exists.
e

g

on power-up regardless of condition of process.

-
(]

x
-
L

Set Point 2 Inhibit: Select On or OFF.

On Alarm Inhibit is On. Alarm action is suspended until the
process value fi rst enters a non-alarm condition.

OFF Alarm Inhibit is OFF.

D

(]
LX)

"=

Set Point 2 Lamp: Select O on or OoFF.
fon Lamp ON when Output is ON.
DoFF  Lamp OFF when Output is ON.

ALARM TYPE AND ACTION (if alarm function is present)
Caution: In any critical application where failure could
! cause expensive product loss or endanger personal safety,
é a redundant limit controller is required.

When setting an alarm value for an absolute alarm (Alt = AbS), simply set

JFF Alarm Power Interrupt is OFF. Output will be in the alarm condition

the value at which the alarm is to occur. When setting the alarm value for a devia-
tion alarm (Alt = dE), set the difference in value from the Set Point desired. For
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example if a low alarm isrequired to be 5 degrees below the Set Point, then set
AlLo to -5. If a high alarm is required 20 degrees above the Set Point, then set
A1Hi to +20. If the Set Point is changed, the alarm will continue to hold the same
relationship as originally set.

The diagram below shows the action and reset functions for both absolute
and deviation alarms.

D=1 degree F T degree C, or 1 count.

ABSOLUTE ALARMS DEVIATION ALARMS
— AEHI—
¥ L)
High Aserm ey — High Alarm —
ARHI L7 LEEs
SP
[GFF[on] [EF[IEEI
0 i}
i Adlay
Ry m— Low Alarm ]
AfLs | Tt &
ER_.'I_.‘EE I_Q_E;Iﬁl
- ARLo— AFHI-
L) ¥
High and Low I | (— | H d Low I .
Wi L % o farm I
Ao | | AsH

Note that when Alarm Power Interrupt, A1Pi, is programmed ON and Alarm
Reset, A1rE, is programmed for Hold, the alarm will automatically reset
upon a power failure and subsequent restoration if no alarm condition is
present.

If Alarm Inhibit, ALliH, is selected ON, an alarm condition is suspended
upon power up until the process value passes through the alarm set point
once. Alarm inhibit can be restored as if a power up took place by pressing
both the INDEX and ENTER keys for 3 seconds.

DURING A HIGH ALARM, RESTORATION OF POWER WILL NOT
CAUSE THE ALARM TO OCCUR IF THE PROCESS VALUE
DOES NOT FIRST DROP BELOW THE HIGH ALARM SETTING.
DO NOT USE THE ALARM INHIBIT FEATURE IF A HAZARD IS
CREATED BY THIS ACTION. BE SURE TO TEST ALL COMBINA
TIONS OF HIGH AND LOW ALARM INHIBIT ACTIONS BEFORE
PLACING CONTROL INTO OPERATION.

i WARNING: IF INHIBIT IS ON AND A POWER FAILURE OCCURS
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The following menu items apply only to the alarm.

ALY Alarm 1 function: Select 35, Lo, M. Hila, or Elink,
ncc

OrF Alarm 1 is disabled. No Alarm 1 menu items appear in the
Secondary or Secure menus.

Lo Low Alarm Only. # /L= appears in the Secondary
Menu.
Mo High Alarm Only. A~ i+ . appears in the Secondary Menu.

H s High and Low Alarms. Both & /Lo and A /H + appear in the
Secondary Menu, and share the same Alarm 1 Relay output.

£lnt  Alarm 1is controlled by the Ramp/Soak program function.
(16A3). See Pages 11-14 and 26 (#A1) for further information.

If AL ! is set to JFF and the control is not equipped with options, the Secure Menu
l’u ]

ends here. If AL ! is set to 4FF and the control is equipped with options, proceed to
SPSA, Ha’a’r, or ~5LL below.

If AL !is set to £k, go to A 15E below.
At Alarm 1 Type: Select #55 or ¢£
Ans Absolute Alarm that may be set anywhere within the values of 5{AL
and 5LAH and is independent of 57 !
oE Dewatlon Alarm that may be set as an offset from 5F /. As 57 ! is

changed the Alarm Point will track with 57 /.

{rf  Alarm 1 Reset: Select £nlF or Hold.
4n0F  Automatic Reset.
Hald  Manual Reset. Reset (acknowledge) by simultaneously pressing the
&A |INDEX & DOWN ARROW keys for 3 seconds.

AP Alarm 1 Power Interrupt: Select &n or 8FF
On Alarm Power Interrupt is &n.

[ gy

OFF  Alarm Power Interrupt is &FF.

A1 Alarm 1 Inhibit: Select £n or GFF,
O Alarm Inhibit is £~. Alarm action is suspended until the process
value first enters a non-alarm condition.

OrF Alarm Inhibit is 8FF.

A 15t Alarm 1 Output State: Select £LE5 or £FEA.
£L05%  Closes Contacts at Alarm Set Point.
8PLn  Opens Contacts at Alarm Set Point.
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Alarm 1 Lamp: Select Jan or JafF.
b Alarm Lamp is ON when alarm contact is closed.
JofF  Alarm Lamp is OFF when alarm contact is closed.

Alarm 1 Loop Break. Select &n or 8FF,
Y Loop Break Condition will cause an Alarm Condition.

ncc

g Loop Break will not affect the Alarm Condition.

(Option 992, 993, 995, 996, Serial Communications) Control Address: Set
from /to 3FF for Options 992 and 993. Set from / to ## for options 993
and 995. This number (hexadecimal, base 16) must match the address
number used by the host computer. Power to instrument must be turned off
and on before change takes effect (see Pagel4).

(Option 992, 993, 995, 996, Serial Communications) Communication Baud
Rate: Select 750 /200 2400, 4500 5600 (baud), 5.2, 285, or 576
(kbaud) for Options 992 and 993. Select 300, 1200, 2400, 4800, 9600
(baud) or 19.2 (kbaud) for Options 995 and 996. This number must match
the baud rate used by the host computer, Power to instrument must be
turned off and on before change takes effect (see Page 14).

(Option 992, 993, 995, 996, Serial Communications) No Activity Timer:

Select &FF or ! to 95 minutes.

- 8%  Maximum time between host computer accesses. If timer counts
to 0, LHEL LarE will be displayed.

OFF No Activity Timer function is disabled.

(Option 992, 993, 995, 996 Serial Communications) Store to EEPROM:

Select 4£5 or na. (See additional information on page 18).

HE Menu ltems changes made through the Serial Communications are
stored directly to the EEPROM.

o Menu items changes made through the Serial Communications are

stored directly in RAM.



NOTES

and holding the

ERROR MESSAGES
Any error message may be cleared by using the ‘Global Reset’ by pressing
INDEX & ENTER keys for five seconds.

SP ACTION
DISPLAY MEANING OUTPUTS REQUIRED
] This message | Set point out- | Correct the ambient tempera-
(Alternates appears if the puts ture
with PV ambient tempera- active. conditions. Ventilate the
) ture of the control | Alarm active. area of the cabinet or

approaches the
ends of tolerance.

check for clogged filters.
If internal temperature
sensor is broken
(RJC located in terminal 2),
return to service.

-
)
)

-
(]

-
<
-
=

75
-
<

This message
appears

if the ambient
temperature of the
control is out of
range

or RJC sensor is
broken.

Set point out-
puts
active.
Alarm active.

Correct the ambient tempera-
ture
conditions. Ventilate the area of
the cabinet or
check for clogged filters.
If internal temperature

sensor is broken,
return for service.
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ERROR MESSAGES

Any error message may be cleared by using the ‘Global Reset’ by pressing

and holding the

INDEX & ENTER keys for fi ve seconds.

LUEL or SFL will
sequence to display
one of these messages
if the InPt is set for a
time value.

For RTD inputs RTD is
open or shorted. For
THERMOCOUPLE
inputs thermocouple
is open.

Set point outputs
inactive.
Alarm active.

DISPLAY MEANING SP OUTPUTS | ACTION REQUIRED
Underflow or Overflow:| Set point outputs May be normal It Input signals
Ty Process value has active. go above or below range ends.
L | exceeded input range Alarm active. If not the case, check sensor,
o ends. input wiring and correct.
mc

When !~k (input fault timer)
has been set for a time, the
outputs will be turned off after
the set time. Setting the time
to 8FF causes the outputs to
remain active, however 4L or
SOFL will still be displayed.

Correct or replace sensor.

Clear with ‘Global Reset’.

The sensor may be
defective, heater fuse
open, heater open, or
the final power output

device is bad.

Set point outputs
inactive.
Alarm active.

Correct or replace sensor, or
any element in the control loop
that may have failed.
Correct the problem.

P~
Uin
-
S
=

- 17

.
S
<
by
U

Sensor Rate of
Change exceeded
the programmed
limits set for 5£nL.

Set point outputs
inactive.
Alarm active.

Check tor the cause of the
error. The value setting may
be too slow for the process, or
the sensor is intermittent.
Correct the problem.

Check calibration
appears as an
alternating message
if the instrument cali-
bration nears tolerance
edges.

Check calibration
appears as a flashing
message if the instru-

ment calibration
exceeds specification.

Set point outputs
inactive.
Alarm active.

Set point outputs
inactive.
Alarm active.

Remove the instrument for
service and / or recalibration.

Remove the instrument for
service and / or recalibration.
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and holding the

ERROR MESSAGES
Any error message may be cleared by using the ‘Global Reset’ by pressing

INDEX & ENTER keys for fi ve seconds.

age is too low.

DISPLAY MEANING SP OUTPUTS [ACTION REQUIRED
Display is blank. Set point outputs Check that the power
No display |Instrument is not getting inactive. supply is on, measure
lighted  [POWer, or the supply volt- Alarm inactive supply voltage, check
that the external fuses

are good.

-~

-_-

L
<
)
-

-

'
-
"=

-
e

Fail test appears upon
power up if the internal
diagnostics detect a fail-
ure. This message may
occur during operation if
a failure is detected.
Displays flash.

Fail test may also occur
due to an EEPROM error.

Set point outputs
inactive.
Alarm inactive

between FA iL

The display alternates
£ESE and
one of the following
messages:

FACE dFLE: Memory
may be corrupted.
Restore to the factory
default settings. Recheck|
controller programming.
rEE FRCE:
Unrecoverable error.
Return to service.

This message will
appear upon power up
if 57 SP2, #5F 1 or
##5F is set outside of
the 5PL or 5FH values.

Set point outputs
inactive.
Alarm active

Correct the 57 !, etc.
or adjust the 5°L or
%PH values by
programming
new values.

This message appears
at power up if 57L or 5°H
values are programmed
outside the input range

ends.

Set point outputs
inactive.
Alarm active

Correct the 5L or 5FH
values by
programming
new values.

This message appears
if the analog remote
set point signal is out

of range.

Set point outputs
inactive.
Alarm active

The control will revert to
5# 1. Correction of the
analog signal or turning
off the ~5Ft clears the
error message.

This message
appears if the
Serial Communications|
has timed out.

Set point outputs
inactive.
Alarm active

Change the Lart to
LOL. Restore the
communications line
and switch Lor£ back

to rE.
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SPECIFICATIONS

Selectable Inputs: Thermocouple, RTD, DC Voltage, or DC Current
selectable.
Input Impedance:
Thermocouple = 3 megohms minimum. RTD current = 200 pA.
Current = 10 ohms. Voltage = 5000 ohms.
Sensor Break Protection: De-energizes control output to protect system
after customer set time. (See InPt in Secure Menu.)
Set Point Range: Selectable (See Input Ranges Page 43).
Display: Two 4 digit, 7 segment 0.3” high LEDs.
Control Action: Reverse (usually heating), Direct (usually cooling) selectable.
Proportional Band: 1 to 9999 °F, °C, or counts.
Reset Time (Integral): Off or 0.1 to 99.9 minutes.
Rate Time (Derivative): Off or 0.01 to 99.99 minutes.
Cycle Rate: 1 to 80 seconds.
On - Off Differential: Adjustable 1° F, 1° C, or 1 count to full scale in 1° F,
1° C, or 1 count steps.
Alarm On - Off Differential: 1° F, 1° C, or 1 count.
Fuzzy Percent: 0 to 100%.
Fuzzy Rate: Off or 0.01 to 99.99 counts per second.
Fuzzy Band: Off or 1 to 4000 °F, °C, or counts.
Accuracy: £0.25% of span, %1 least signifi cant digit.
Resolution: 1 degree or 0.1 degree, selectable.
Line Voltage Stability: £0.05% over the supply voltage range.
Temperature Stability: 4uVv/°C (2.3 uV/°F) typical, 8 uV/°C (4.5 uV°F)
maximum (100 ppm / °C typical, 200 ppm / °C maximum).
Common Mode Rejection: 140 db minimum at 60 Hz.
Normal Mode Rejection: 65 db typical, 60 db at 60 Hz.
Isolation:
Relay and SSR outputs: 1500 Vac to all other inputs and outputs.
SP1 and SP2 Current output: 500 Vac to all other inputs and outputs
but not isolated from each other.
SP1 and SP2 Switched Voltage output: 500 Vac to all other inputs
and outputs, but not isolated from each other.
Process Output (934, 936): 500 VAC to all other inputs and outputs.
Supply Voltage: 100 to 240 Vac, nominal, +10 -15%, 50 to 400 Hz. single
phase; 132 to 240 Vdc, nominal, +10 -20%.
Supply Voltage (Option 9502): 12 to 24 Vdc, Vac 40-400 Hz, +20%.
Power Consumption: 5VA maximum.
Operating Temperature: -10 to +55 °C (+14 to 131 °F).
Storage Temperature: -40 to +80 °C (-40 to 176 °F).
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Humidity Conditions: 0 to 90% up to 40°C non-condensing, 10 to 50% at 55°C
non-condensing.
Memory Backup: Nonvolatile memory. No batteries required.
Control Output Ratings:
SSR: 2.0 A combined outputs A & B @ 240 VAC at 25°C (77°F).
Derates to 1.0 A @ 55°C (130°F).
Relay: SPST, 3 A @ 240 VAC resistive; 1.5A @ 240 VAC inductive; Pilot
duty rating 240 VA, 2 A @ 120 VAC or 1 A 240 VAC.
Alarm Relay: SPST, 3 A @ 240 VAC resistive; 1/10 HP @ 120 VAC.
Current (isolated): 0 to 20 mA across 600 chms maximum.
Switched Voltage (isolated): 15 VDC @ 20 mA.
DC SSR: 1.75 A @ 32 Vdc maximum.
Panel Cutout: 45 mm x 45 mm (1.775” x 1.775").
Depth Behind Mounting Surface: 121.6 mm (4.79”) maximum.
Weight: 220 g (8 o0z).
Agency Approvals: UL, C-UL E83725; CE.
Front Panel Rating: IP66, (UL Type 4X).
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-992 RS-485 Series Communications
Port Compliance: EIA-485.
Isolation: 500 VAC.
Protocol: Lovelinks™ |l.
Address Range: 001H or 3FFH.
Baud Rates: 300, 1200, 2400, 4800, 9600, 19.2k, 28.8k, 57.6k,
Mode: Half duplex.
Character: 8 bits, 1 start, 1 stop, no parity.
Number of units on line/ports?: 32.
Cable Lengths?: 6,000 ft (1,828 m).
Termination: 120 Ohms, balanced.
-993 RS-232 Series Communications
Port Compliance: RS-232C.
Isolation: 500 VAC.
Protocol: Lovelinks™ Il.
Address Range: 001H or 3FFH.
Baud Rates: 300, 1200, 2400, 4800, 9600, 19.2k, 28.8k, 57.6k.
Mode: Half duplex.
Character: 8 bits, 1 start, 1 stop, no parity.
Number of units on line/ports: 1.
Cable Lengths?: 25 ft (7.6 m).
-995 RS-232 Series Communications
Port Compliance: RS-232C.
Isolation: 500 VAC.
Protocol: MODBUS® RTU.
Address Range: 001H or OFFH.
Baud Rates: 300, 1200, 2400, 4800, 9600, 19.2k.
Mode: Half duplex.
Character: 8 bits, 1 start, 1 stop, no parity.
Number of units on line: 1.
Cable Lengths?: 25 ft (7.6 m).
-996 RS-485 Series Communications
Port Compliance: EIA-485.
Isolation: 500 VAC.
Protocol: MODBUS® RTU.
Address Range: 001H or OFFH.
Baud Rates: 300, 1200, 2400, 4800, 9600, 19.2k.
Mode: Half duplex.
Character: 8 bits, 1 start, 1 stop, no parity.
Number of units on line/ports?: 32.
Cable Lengths?: 6,000 ft (1,828 m).

Page 42



Termination: 120 Ohms, balanced.

1 Number can be increased through use of a repeater such as the Mother
Node™. Consult factory for details.

INPUT RANGES

INPUT TYPE RANGE °F RANGE °C
Type J or L* Thermocouple -100 to +1607 -73 to +871
Type K* Thermocouple -200 to +2500 -129 to +1371
Type T* Thermocouple -350 to +750 -212 to +398
Type E* Thermocouple -100 to +1800 -73 to +982
Type R Thermocouple 0 to 3200 -17 to +1760
Type S Thermocouple 0 to 3200 -17 to +1760
Type B Thermocouple +75 to +3308 +24 to +1820
Type C Thermocouple 0 to 4208 -17 to +2320
Type N* Thermocouple -100 to +2372 -73 to +1300
100 Q PIt. 0.00385 DIN® RTD -328 to 1607 -200 to +875
100 Q PIt. 0.00392 NIST! RTD -328 to 1607 -200 to +875
120 Q Nickel 0.00628 USL1RTD -112 to +608 -80 to +320
1000 Q PIt. 0.00385 DIN! RTD -328 to +1607 -200 to +875

Current/Voltage/AVoltage?

Scalable Units from -1999 to +9999

1 These Input Types can be set for 0.1°display. If temperature goes above
999.9°0r less than -199.9°the display will return to whole degree resolution.

2 The 0to 20 mADC, 4 to 20 mADC, 0 to 10 VDC, 2 to 10 VDC, and -10 to +10
mVDC inputs are fully scalable from a minimum of 100 counts span placed any
where within the within the range of -1999 to +9999. Decimal point position is
adjustable from the zero place (9999), tenths (999.9), hundredths (99.99), thou-
sandths (9.999), or ten thousandths (.9999).
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